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Brian Bozm, Compliance Manager 
Utilities Division 
Arizona Corporation Commission 

MAY 2 0 2005 
1200 W. Washington Street 
Phoenix, Arizona 85007 

DOCKETED BY - 
RE: Johnson Utilities Company: Compliance with Decision No. 65840,64062 

Annual Wastewater Compliance with ADEQ regulations 
ACC Docket Nos.: WS-02987A-99-0583; WS-02987A-00-0618; W-02234A-004371; 
W-02859A-00-0774; ~ ~ € 3 9 S A ~ 7 ~  

Dear Mr. Born: 

Pursuant to Commission Decision No. 64062 (October 4,2001)’ as amended by Decision 
No. 65840 (April 22, 2003), Johnson Utilities Company (Johnson Utilities) hereby submits this 
compliance filing in accordance with the Commission’s orders in the above-referenced matter. 
Enclosed please find the Arizona Department of Environmental Quality (ADEQ) Summary of 
Inspection for Pecan Ranch WRP attached hpto  as Attachment No. 1 and Section 11 WRP 
attached hereto as Attachment No. 2. 

The Pecan Ranch WRP Summary of Inspection reports Johnson Utilities out of 
compliance for not meeting the permitting requirements of the Aquifer Protection Permit 
(“APP”), for which ADEQ issued a Notice of Violation (NOW on April 28,2005. A copy of 
Johnson Utilities’ response to the NOV along with a letter fiom ADEQ closing the NOV is 
attached hereto as Attachment No. 3. 

The Section 11 WRP Sunmary of Inspection also reports Johnson Utilities out of 
compliance for not meeting the permitting requirements of the APP, for which ADEQ issued a 
NOV on January 3,2005. A copy of Johnson Utilities’ response to the NOV along with a letter 
from ADEQ closing the NOV is attached hereto as Attachment No. 4. 

Johnson Utilities is cumntly waiting for ADEQ wastewater compliance status report 
letters. Johnson first requested the wastewater compliance status reports on April 8,2005 for both 
the Pecan Ranch WRP and the Section 11 WRP. ADEQ was unable to locate 1‘ quarter Self 
Monitoring Report Forms (SMRF’s) for either water reclamation plant. The SMRF’s were 
actually submitted to ADEQ on April 8,2005. ADEQ accepted the SMRF’s on April 8,2005 as 
confirmed by two transmittals from Specific Engineering attached hereto 8s Attachment No. 5. A 
request from ADEQ to resubmit the SMRF’s was received by Johnson on May 12,2005. Johnson 
Utilities re-submitted the SMRFs the same day, as requested, OII May 12, 2005, as confmed by 
another transmittal from Specific Engineering attached hereto as Attachment No. 6. 



JOHNSON unums C0MPANYL.L.C 
~ 

5230 East Shea Boulevard * Scotkidale, Arizona 85254 
PH: (480) 998-3300; FAX: (480) 483-7908 

Johnson has been diligently working with ADEQ to obtain the wastewater compliance 
status reports since April 8,2005, and will continue to do so. Due to the unforeseen circumstance 
mentioned above, Johnson Utilities is requesting an extension on the current compliance deadline 
of May 2 1,2005. The extension will give ADEQ some additional time to complete their review 
of the Johnson files. ADEQ will complete their review of the SMRFs and issue the compliance 
letters for both the Section 11 WRP and the Pecan WRP within the next week. Should you have 
any questions, please do not hesitate to contact me. Thank you for your time and consideration in 

~ 

I 
I this matter. 

sincepekn 

Johnson Utilities, LLC 

Enclosure 

Cc: Brian Tompsett, Johnson Utilities (w/out em.) 
Ernest Johnson, Directm- (w/enc.) 
Docket Control (w/enc.) 
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ARIZONA DEPARTMENT OF ENVTRON&UNI"T QUALITY 

Field Services Unit 

SUMMARY OF INSPECTION - WASTEWATER 

WATER QUALITY DIVISION - WATER QUALITY COMPLIANCE SECTION 

Facility: Pecan Ranch WRP 

Aqnifer Protection Permit (APP) No: P105324 

Reuse Permit No: R105491 

Inspected by: William J. Hare, E.P.S. 

Accompanied by: Tom Moulton -Operator . 

GaryLarsen-OperationsManager 
Greg Brown, P.E. 

1. 

2. 

3. 

WWIF quality meets the following permit 
req\brements: 
A. Aquifii Protection Permit 

B. ReusePermit 

C. AZPDESPermit 

A certified operator is employed by the omer per 
ADEQ regulations. 

Inventory No: 105324 

AZPDES Permit No: N/A 

PhceID: 18583 

Inspection Date: Miarch 30,2005 

Report Date: April 28,2005 

TI& system meets ADEQ requirements for operation 
andmaintenmr ce as noted in the APP 

* The hility had numerous exceedaflces of Fecal Col8orm in effluent moniforing during the last 
six months of 2004 for the 3d and 4* quarters of 2004. 
** At the time of the inspection, the WRP was found to be operating effectively during recent 
Weeks. 

Facilitv Descri~on: 

.The Pecan Water Reclamation Plant (WRP) Phase I, has the capacity to collect and treat a 
mciximum average monthly flow of 999,998 gallons per day (g.p.d) of wastewater h m  an 
ADEQ approved service area. The total p h e d  capacity at build-out of the WRP is 4.0 million 
gallons per day (MGD). The WRP treatment process consists of an influent lift station, 
headworks with barscreen, extended aeration with nitrification-denitrification, clarifiers, filters, 
ultraviolet 0 disinfection, sludge digesters, sludge dewatering belt flter press, and an effluent 
pump station. All the WRP units are constructed of either reinforced concrete or steel. All the 
odor and noise producing units which include the headworks, the extended aeration process 
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including the blower room, and the sludge dewatering belt filter press are enclosed inside a metal 
building with odor control scrubbers installed on all vents. The entire WRP is surrounded by an 
aesthetic, 6 foot tall, chain link fence and block wall. All the effluent generated is discharged for 
reuse as regulated under valid Reclaimed Water Reuse Permits. All of the sludge, including the 
screenings, grit, and scum, is hauled off site for proper disposal at an approved landfill. Depth to 
groundwater at the WRP site is approximately 377 feet and the direction of groundwater flow is 
to the northwest. 

The WRP produces reclaimed water meeting Class A+ Reclaimed Water Standards (A.A.C. 
R18-11, Article 3) and may be delivered for beneficial use under a valid reclaimed water permit 
under A.A.C. R18-9 Article 7. The average monthly flow is limited to 998,998 g.p.d. 

INSPECTION PURPOSE AND SCOPE 

The purpose of the site visit was to inspect the Pecan Ranch WRP and determine the compliztnce 
status ofthe facilityregardingthe Asuifer Protection Permit and Reuse Permit issued to the 
facility by ADEQ. 

he-inswction File Review. for P105324. LTF No. 29510 

The pre-inspction file review was cofl(iucfed an March 29,2005 and indicated riumerous 
Aquif" Protection Permit (APP) acxdmces for Fecal Coliform in effluent monitoring that 
occurred during the 3& and 4* Quarters of 2004. The hcility exceeded the Fecal CoWorm limit 
of 23 c.f.u. per 100 mi for efnaent monitoring on 44 occasions during the 3d quarter and 20 
occasions during the 4& qnarter of 2004. The .exceedances meet ADEQ's criteria for 
signiiicant non compliance (SNC) and are violations of the APP. 

Johnson Utilities (JU) Vice President Brian Tompsett had sent a letter to ATXQ to explain tb 
cause(s) of the above noted excxedmax. The letter was dated January 21,2005 and cited d 
equipment adjustments and an in&st&ion of red worms as a cause for the compliance problems - 

with Fecal Coliform effluent monitorhg. 

The facility had failed to (Xmduct turbidity monitorifzg during the 3d and 4* quarters of 2004. . 
The turbidity monitoring device was not operational until January of 2005. The device had been 
in place at the site, but needed some work before it became operational dwhg early January of 
2005. 

The file review also included a review of the monitoring data for the la quarter of 2005 that was 
provided by Johnson Utilities personnel during at the time of the inspection. This review 
indicated that the facility was in compliance with ef€luent monitoring for the months of January 
-March of 2005. This includes both Fecal CoWorm and turbidity effluent moljiforing. 
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SummarV of Field Observations: 

The following comments are based on observations made bv WQFSU staff during the inspection 
and information furnished by the omrator: 

APP Impe ction, LV No. 29510 

General Observations and Flow rates 

(1) The Pecan WRP began receiving wastewater during May of 2004 but did not discharge any 
effluent until July of 2W4. From May to July 2004 the WRP was discbarging wastewater to the 
Section 1 1 WWlT permitted in P10308 1. 

(2) The facility noted that some operational and personnel changes were implemented during 
Novemberand Decemk of 2004. These changes were implemented to improve the overall 
compliance stahis of the WRP. Two new operators were hired and two previouSly employed 
opera tors were^ The changes also included operatiod adjustments for the WRP to 
improve the performance of the AeroMod wastewater treatment plant ("P). The operational 
mtrol adjustments implemented by the supervisory operator, Tom Moulton significantly 

. 

i m p v d t h y .  

(3) The inspection noted that the flow rate of in€luent into the WWTP has averaged 373,000 
g.p.d. during March of 2005. This includes influent h m  the area previously served by the 
Meadow Vista and Links WWTPs. The Meadow Vista and Unka WWTP previously served the 
subdivisions of Los Praderas, Cambria, Castlegate and the Links. In additon, there are s e v d  
subdivisions still in the early phases of development that contribute flows into the Pecau WRP. 
The Wty provided flow rate information as noted below: 

585 residential service connections from the Castlegate subdivision (previously served by 
the Links WWTP, but currently connected to the Pecan WRP. 
271 residential service connections from the Moon Shadow subdivision (previously the 
Meadow Vista WWTP). 
91 residential service connections from the Vineyard Estates subdivisions. 
441 additional residential hookups h m  numerous subdivisions in the early stages of 
development including Pecan Creek, Trail Side, Desert Spring, The Villages, Sunrise 
Parcel 6, Scott Communities and The Orchards. 
150,000 gallons per day of @ally treated sewage from the Links Estates WWTP (exact 
number of hookups is not known because the area is still controlled by Federal 
Bankruptcy Court). This includes wastewater h m  the Links Estates and the Cambria 
subdivisions. 

The total number of residential hookups at the Pecan WRP is 1,43 1, excluding the flow from the 
Links WWTP.The facility utilizes a magnetic flow meter (MAG meter) for influent and effiuent 
measurements. Peak influent flows have been as high as 718,000 g.p.d. on January 3,2005 and 
676,000 g.p.d. on February 13,2005. The facility currently hastwo significant amendments 
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pending processing by ADEQ’s Water Permits Section. One ofthe amendments includes the 
expansion of the FVRP from 1 .O to 2.0 MGD. The second amendment addresses the recharge of 
treated effluent into several vasdose zone injection wells that will be constructed near the pecan 
orchard. 

Page 6 of 7 

InsDection of WRP: 

(1) The headworks wmponents were hctioning adequately, including the air scrubber 
mechanism. The headworks and sludge belt press components are currently covered with an air 
scrubber device. The device utilizes potassium pennangsnate granules and was effectively 
eliminating septic odors before air is discharged from the headworks building. No septic odors 
were detected outside the building area and nearby sumnmding residential 
(2) The opaatiod components of the WWTP were inspected and no deficiencies were noted. 
The inspection found the aeration cells, anoxic cells and digesters to be hctioning well. In 
addition, the chifier(s) and sand file were dm found to be fimctoning very well. The “Hach” 
turbidity device was reading 0.4 NTU at the time of the iaspectiOn. The facilties W disinfection 
component was also functjoning adequately at the t b  of the hspection. Effluent quality from 
the sand filter was very good. The operator advised that $ae sand flkr had pkeviously 
experienced operational problems that were corrected during December of 2004. The problems 
were caused because the filter had been previously ufikd by another utility and needed various 
repairs. 

(3) Both of the influent wetwell liftstation motors were being n@aced. The facility was utilizhg 
a portable pumping equipment to pump influent fiom the wetwell into the headworks. 

(4) The inspection noted that the two adjacent unlined storage ponds located next to the pecan 
orchard both contained effluent. Effluent was also being purnped to the nearby eight aces of 
pecan trees for irrigation. The anticipated 1 .O MGD expansion ofthe WRP will take place where 
the refmced effluent storage ponds are currently located. The fiu5lit-y intends to construct 3-4 
vadose zone injection wells, pending the approval h m  ADEQ’s WPS and the Arizona 
Department of Water Resources (ADWR). 

OnsiteMonitorimwell 

The inspection noted the presence of a 400 foot deep groundwater monitOring well located at the 
hr northeast comer of the property. The well will be u i i k d  to monitor the aquifer for various 
constituents after a recharge project is approved by ADwR/ADEQ. The current APP does not 
requk gromdmtermonitoring. 

Comdiance Schedule, LTF No. 29510 

The APP contains a compliance khedule in Section 3.0. The permit requires that documentation 
be provided to verify that there is sufficient disposal capacity to discharge flows greater than 0.5 
MGD. On June 17,2004, the facility submitted a letter to ADEQ’s Water Permits Section 
satismg this requirement. In addition, the facility has retained the services of Specific 

I 

I Engineering, LLC to prepare documentation to amend the APP No. P105324. The pending 
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amendment request the construction of several injection wells. to enhance effluent disposal 
options. JU was found to be in compliance with the APP compliance schedule. 

T m  2 Reclaimed Water General Permit R105491 

The inspection noted that the pecan tree orchard was being irrigated with treated effluent. The 
area was fenced and bermed to prevent any runoff of effluent. No runoff was noted. The 
reclaimed water permit was issued on May 21,2004. 

Findings: 

The inspection found that the €acility had experienced numerous exceedances in Fecal Coliform 
monitoring durjng the 3d and 4' quartem of 2004. The Wty hired an experienced*operator in 
late November of 2004, who has since made several operational control changes at the WRP. 
These changes have greatly improd the overall Operation of the WRP. At the time of the 
inspection, the facility was producing excellent quality effluent with a turbidity reading of 0.40 
NTU. The inspectionfoundthefkilityto be well 0pexak-l and maintained duringrecentmcmtb, 
since the operatiod and persond changes have been implemented. 

Compliance Summary 

1. Aquifer Protection Permit (APP). The APP requires daily monitoring for flow, Fecal 
Coliform and Turbidity and quarterly testing for thirteen metals and annual testing for volatile 
organic compounds (VOCs). Operational monitoring is also required on a daily basis. The 
SMRFs for the 2 , 3  and 4* quarters of 2004 have been submitted to ADEQ. The f$c i l i  
experienced numerous excxdamxs for Fecal coliform monitoring during the 3dand 4* qnarters 
of 2004. Rating: Non Compliance 

n d r d  

2. Operator Certification Reqnirements. Tbis Edcilty is rated as a Grade 1 WWT and aGde 
2 WWC wastewater treatment fbdity. Tom Moulton is the onsite operator who is d e d  by 
ADEQ both as a Grade 4 WWTandaGrade 4 WWC 
Rating: Compliance 

3. Operation & Maintenance (OatM) Requirements. The inspection found the WRP to be 
performing very well at the time of the inspection. The various components including the motors 
and blowers were functioning adequately. Rating: Compliance. 

END OF REPORT 
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ARIZONA DEPARTMENT 
OF 

ENVIRONMENTAL QUALITY 
Janet Napolitano 11 10 West Washington Street Phoenix, Arizona 85007 

Covernor (602) 771-2300 w.ade?@ate.az.& Director 
Stephen A. Owens 

CERTIFIED MAIL Case ID#:34567 
Return Receipt Requested 

April 28,2005 
Johnson International Inc 
Attention: Brian Tompsett 
5230 E Shea B M  Ste 200 
Scottsdale, AZ 85254-5750 

Subject Pecan Water Redamation Plant, 18583 
28539 N Gantzel Rd / Queen Creek, AZ 85242 

NOTICE OF VIOLATION 
The Arizona Department of Environmental Quality (ADEQ), has reason tobelieve that Johnson 

the Arizona Revised Statutes (A.R.S.), a rule within the Arizona AdminMratbe Code (A.A.C.), or an 
applicable permitlllcense, admhktratm * order or &I judgment. ADEQ discovered the vidatkns alleged 
below during an inspection completed on March 30,2005. 

Inte~lIncastheownerloperatorofPecanW~erReclamsrtEonPlant,hasvidatedarequlrement ' o f  

I. LEGAL AUTHORITY and NATURE OF ALLEGED VIOLATION(S) 

I. Permit 29510 (P105324) - 4 
Table 1 limits the single sample dally &mum for Fecal Colifonn effluent monltoring 
to 23 c.f.uJl00ml. 
Thefacilityexceeded the Singie sample Fecal coliform daily maximum on 44 occasions 
durfng the 3rd quarter of2004 and twr#ltyoccasions d u m  the 4th quarterof2004. 

2. Permit 29510 (P105324) - 4 
Table 1 requires twbtdlty sffluent monltoring on a daily basis. 
The facility failed to conduct twMdity monitoring during the 3rd and 4th quarters of 2004. 

I I .  DOCUMENTING COMPLIANCE 

1. Within 60 calendar days of mdpt of this Notice, please submit documenWn that the 
violation(s) never occurred, a i  submit an explanation of the efforts undertaken by the utifity to 
prevent a ~eoccurance of the exceedances in effluent monitoring for Fecal Coliform. In 
addition, indude an explanation for the failure conduct turbjdrty monitojrng during the 3rd and 
4th quarters of 2004. 

Northern Regional office 
151 5 East Cedar Avenue Suite F Flagstaff,.AZ 86004 

Southern Regional office 
400 West Congress Street Suite 433 Tucson, AZ 85701 

(928) 779-031 3 . (520) 628-6733 
f'rinted on recycled paper 
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Notice of Vidation 
Pecan Water Reclamation Plant 
April 28,2005 
Page 2 

111. SUBMITTING COMPLIAICE DOC JMENTATIOI 

Please send all compliance documentation and any other written correspondence regarding this Notice 
to ADEQ at the following address: 

Arizona Deparbnent of Environmental Quality, AttentiOn: William J. (Bill) Hare, Water Quality Field 
Service Compliance Unit, 11 10 W Washington St, Phoenix, AZ 85007 MC 541551 

IV. STATEMEM OF CONSEQUENCES 

1. The time frames within this Notice for achieving and documenting mpiiance are firm 
limits. F a k e  to achieve or document compknce within the time frameg established in this 
N0tk;e wiil mutt in an administrative compliance wder or dviJ actkn requiring compliance 
within a re8so118w8 time frame, substantial dvlf penalties, andlor the wspensi or 
revoc8fkn of an applicable permitllicense. AOEQ will agree to extend the time frames only 
in a compknce schedule negotiated in the context of an admlnistrathre consent order or 
civiicionsent/*ment 

2. Achieving complian& does not preclude ADEQ from seeking dvil penalties, and/or 
wqmding or revoking an applicable permitmcense for the violation(s) alleged in this Notice 
as allowed by law. 

V.OFFERTOMEET 

arding this Notice. To obtain additional hformbn aboutthiiNotice 
discuss this Notice, please conf8cz W H h  J. (Bill) Hare at (602) 

Water Quality FieM Service Compliance Unit Water Quality Field Senrice Compliance Unit 

Printed on recycled paper 
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'1 ARIZONA DEPARTMENT OF ENVIRONM.E"&4L QUALETY 

Field Services Unit 
WATER QUALlTV DIVISION - WATER QUALITY COMPLIANCE SECTION 

S-Y OF INSPECTION - WASmWATER 

Facility: Section 11 WWTP 

AqUirer ProtectiOa Permit: P103081 

Reuse Permit No: Type 3 Gene& Permit, R105412 

Inspected by: W h  J. Hare, EPS.  

Accompaniedby:GatyBamber,GaryLarsen 
Greg Brown, Jerry b l e r  

1. WWTF quality meets the folIowing permit 
requireLuats: 
A. Aquifer Protection Permit 

B. ReusePermit 

C. AZPDESPennit 

2. A certified operator is employed by the owner per 
ADEQregdations. 

3. This systemmeets APP permit requirements for 
operationandminkmme. 

Place ID No: 142 

AZPDES Permit Na: N/A 

Inveantorg No: 103081 

Inspection Date= October 27,2004 

Report Date: January 3,2005 

y E s ~ N & u M c "  

This was the annual inspection to determine compliaffce with the existkg APP and Reuse 
Permits. 

Facility Description: 
The Johnson Utilities Section 11 WWTP is located adjacent to Hunt Highway, approx3nately 
nine miles southeast of Queen Creek. The WWTP has the capacity to collect and treat up to a 
maximum monfhly average flow of 1.6 million gallons per day flow (MGD) of wastewater 
received fiom residences and small businesses located in the central and southern portions of the 
Johnson Utilities service area. The treatment process consists of a headworks with a bar screen, a 

I 
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flow splitter box, four aerated lagoons, 32 wetland cells, liquid chlorine disinfection and an 
effluent pump station. All of the lagoons and 32 wetland cells of the WWTP have a permeability 
of less then 550 gallons per day per acre. The WWTP process employs nitrification- 
denitrification to achieve an emuent Total Nitrogen level of 10 mg/L and chlorine disinfection. 

General Information and Observations: 

The monthly average for influent daily flow rates has ranged fiom 500,000 - 550,000 g.p.d in 
recent months. Peak flows have exceeded 800,000 g.p.d. The ei3luent is currently being 
discharged to the nine hole Oasis Golf Course as authorized in the Type 3 Reclaimed Water 
General P d  On rainy days in the winter months, some &mt is discharged into one of the 
recharge basins. Abut 95% of the eBuent is b e i i  discharged to irrigate the Oasis Golf Course, 
l d  close to the WWTP. Only one ofthe fouarechaargebarsins contatned myeffluent. 

Thefkcilityreportedttaatthere are about 6,900 homes connectedtothe sewer system as of 
October 26,2009, This includes homes from the Sm Tan Heights Canmunity and homes h m  

have their own WWTPs. Influent flows to a common vault, whepe it ispmnped tothe Section 11 
w\NTp. A 1.0 MGD WWTP is being constructed at the San TancOmmUnty area ConstnrCtion 
of the Copper Basin WWTP is currently underway. The facility currently has a design capacity 
of 1.6 million gallons per day (MGD). The Arizona Corjnmtim Commissian (ACC) has issued a 
Certificate of Convenience and Necessity (CCN) for this utility that aiutharizes the treatmeat of 
up to 2.4 MGD of wastewater within in the service area of the WWTP. 

. 

the CopperBasin(hrmtunity. Both San Tan and Copper Basineommunrtr - 'es will e v d y  

The inspection of the aerated lagoons did not r e v 4  any deficiencies. The water level was about 
7 fket deep with 3 feet of &board. The color of the lagoons qras good. No septic odors were 
present All of the aerators were reported to be functionat. The dissolved oxygen (DO) levels in 
the aemted lagoons were reported to range from 6-8 mgA-.. 

The 16 wetlandcellswere also inspected and foundto be f i m c t i e  adecptely. The water 
leve€ was adecpte. Some of the wetland cells had been previoasly burned to remove dead 
mgetation. These cel2s weie experiencing re-growth. The sort CirCuitEng of the wetland cells, 
wbichcausedexcessivewaterlevels in some areas, appearstohme been cofzecfed, This short 
circuiting harnperedthe denitrification p r o c e s s .  

The chlorine contact chamber (CCA) appeared to be functioning adequately. The piping for the 
delivery of the liquid cblorine was replaced last month, after it was found to be d c t e d  with 
(cry-) sodium hypochlorite. This was caushg high levels of Fecal Colifom in the 
effluent that is being delivered to the Oasis Golf Course. 

APPhtXX tion, LTF No. 24069 

 previous^^ issued NOV 

On September 2,2004, ADEQ issued a Notice of Violation (NOV), Case I? No. 32021, to 
Johnson Utilities for various exceedances that occurred in the 4* quarter of 2003, the 1'' quarter 
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of 2004 and the 2nd quarter of 2004. The facility experienced numerous exceedances for effluent 
monitoring during the aforementioned quarters. The exceedances entailed 58 occasions when the 
efnuent was less than 1600 c.f.ullO0ml during the 2* quarter of 2004. In addition, the facility 
had several exceedances in Total Nitrogen levels for the effluent that occurred during the 4& 
quarter 2003 and the 1' and 2& quarters of 2004. The referenced NOV also included violations 
of the contingeney requirements ofthe APP, which requkd verification sampling. No 
Verification sampling had been conducted for the aforementioned violations. 

On September 10,2004, Johnson Utiiities (JU) issued a written response to the afomentioned 
violations explaining o p e r a t i d  dif5cullies and htervdon and preventative measures 
implemented to correcf the problems. In addition, ADEQ had received verbal explanations h m  
the operator addressing the violations. Aocording to the opembr, the Fecal Col&om 
exceedmces were partially caused by abkkage inthe liquidchlorine tubing to the chlorine 
contact chamber and a Iarge c h l h  demand from mdgae bloom in the &om wetland c;ells. 
Ju'sWrittenresponsetotheNOVadvised~theTdalNittOgenexceedanceswerecausedby 
flow distribution problems in the wetland cells. The flow distribution problems caused short 
ckcuihg of the effluent inthewet.land Celts. The written response indicated that the probIem(s) 
hadbeencorrected. 

. 

. 

Current Inspection 

(1) Effluent monitoring 
The inspection entailed an examm& * *on ofthe most recent data f r ~ m  the 3rd quarter of2W. IXS 
examination indicated that the facility had exceeded the Fecal Coliform limit for effluent 
monitoring on 29 occasions. Twentyeight of these exaxdames were greater than 1,600 
c.fhdloOrnI. The exact cause of the exmedams apprendy is not known. The blockage in the 
liquid chlorine line has reportedly been repaired and the tubing redesigned and the problem is 
believed to have been eliminate& A pslttenr appeared to exist during tlte month of September 
2004,whenexceedanCes m o s d y o c c u r r e d ~ t h e  weekends. A number of factors are being 
c o n s i ~ a u d i n v e s t i g a t e d , i n c l ~ ~ e r r o r ( c r o s s c o n  tambation) and chlorine 
demand during certain times caused by algae blooms inthe we4land cells. The fixquency and 
magdude of the exceedmas %&gem' ADEQ's &pScant mn compliance policy aad a new 
Notice of Violation (NOV) will be issued for thw Contirming and uncorrected violations. 

. 

- 

Total Nitrogen monitoring for the 3d quarter of 2004 did not reveal any exmedmces. The 
effluent monitoring for Total Nitrogen ranged form 6-8 mgL. The header piping for the efnuent 
distribution to the 16 wetland cells has been cleaned and more evenly distributed to enhance the 
denitrification process. 

The examination of the SMRFs revealed some missing data for five volatile organic compounds 
(VOCs) &om the 2nd quarter of 2004. The data was not provided in the initial submission of the 
SMRFs because the laboratory had not completed the analysis. This data was provided at the 
time of the inspection and amended SMRFs will be provided to ADEQ in the ensuing days. 
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(2) Groundwater monitoring 
Ground water monitoring for the various constituents did not reveal any deficiencies. However a 
laboratory reporting error was noted in that testing for Total Coliform was being reported as < 2 
c,fu./lOOml. The permit requks the absence or presence of Total Coliform. Dufing the 
inspection, the laboratory being utilized by JV, Aquatic Labs, was confacfed and infomed of the 
error. Future SMRFs will reflect absence or presence of Total Coliform. A test showing the 
presence of Total ColSorrn will require a retest for Fecal Coliform. The absence of Fecal 
Coliform in the retest will negate any compliance issues. The groundwater mQnifofing well was 
reported to have stafk water levels at 340 feet in recent months. 

Reuse Inwe& 'on, LTFNo. 31083. P&t No. R105412 

OnOctober1,2003,ADEQysWaterPePmitsSectionissuedaType3ReciaimedW~Geneaal 
Permit (Agent) authorking the fhdity to irrigate several sites with Class B+ reclainzed water 
generated by tlae secbion 11 WWTP. This Type 3 Rechimed Water General P d  authorization 
supersedes the indiviM reclaimed wa&wakr reuse pennit previously issued to JU on 
September 2,1998 under fileNo. R103081. The monitoring requirements inthe old reuse penrdt 
have been i nco rpod  in the APP PlO3081. 

The end users listed in the referenced Reclaimed Water General Permit include the Oasis Golf 
Course located at 5764 Himt Highway, Florence, AZ. JU reported during the inspadon that 
effluent has been discharged to the Oasis Golf Course and no other sites. The nine hole golf 
course ai Oasis utilkes most ofthe effluent being generated by the WWTP. JU was in 
compliance with the operational irrigation practices at Oasis Golf Course. 

The referenced permit requires an annual report on water coflsumpfion rates to the various reuse 
sites. This report is due to ADEQ by the end of the 2004 calendar year. 

Compliance Summarv: 

(1) Monitoring and Reporting ReqniremenQ, 

(a) The APP No. P103081 requires M y  monitoring of the influent for pH and flow. Efflueaxt 
monitoring is required when discharges occuf &m the effluent pump statia ~ u e n t  is 
monitored daily for F e d  C o W ~  monthly fm Tatal Nitrogen, and quarterly fiw heavy metals 
and VOCs. Ground- monifoTing is required monthly for the water level within €he well and 
Total Nitrogen and quarterly for heavy metals and VOCs. The facility experienced numerous 
violations of the APP monitoring during the 4& quarter of 2OO3 and the 1% and 2"' quarters of 
2004. An NOV was previously issued for these violations. In addition, the facility experienced 
29 exceedances during the 3" quarter of 2004 and a new NOV is being issued for those 
violations. 
Rating: Non Compliance. 

(b) The APP also has a compliance schedule which requires the submission of plans and 
drawings for a new POC well. This requirement was completed. The Compliance Schedule also 

1 



I b u a l  Inspection of the Johnson Utilities Section WWTP 
Jmmy 3,2005 

requires the submission of an annual report during 2003 which addresses the effect of Nitrogen 
on the groundwater fbm the Recharge Project. This has been accomplished. 
Rating: Compliance 

Page 7 of 7 
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. 

1 (c) Groundwater monitoring is also required. No violations were noted during the review of the 
groundwater monitoring data. Rating: Compliance 

(d) Type 3 R e c b e d  Water.General Permit- The moaitOring rtxphmmts for reclaimed water 
have been incOrp0ra;ted in the APP, However, an aunual report is &e to ADEQ. The report 
should address the total volume of reclaimed water delivered to the reuse sites. No deficiencies 
wele nded legding this inspection of this permit. Rating= corn- 

2 .Opmbr C- n Reqnirements. The WWTf: is c s a s  a C%s2 WTICrff; and the 
co- system is classified as a Class 2 Collection System Theopmbr, Gary Barn&, holds 
aGrade4WWTandaOrade 3 WWC license issuedby ADEQ. 

c!olnp&um 

END OF REPORT 



ARIZONA DEPARTMENT 
OF 

ENVIRONMENTAL QUALITY 
Janet Napolitano 11 10 West Washington Street Phoenix, Arizona 85007 

Governor (602) 771-2300 www.adeqstate.az.us Director 
Stephen A. Owens 

CERTIFIED MAIL 
Return Receipt Requested Case ID #: 33138 

January 3,2005 

Johnson International Inc 
Attention: Brian Tompsett 
5230 E Shea Blvd Ste 200 
scattsdale,AZ 852545750 . .  

Subject Mgd Precision Golf Course Wwtp, 142 
1877 E Bella Viita Rd / Queen Creek, AZ 85242 

NOTICE OF VIOLATION 
The Arizona Department of Environmental Quality (ADEQ), has mason b believe that Johnson 
International Inc as the owner/operabrof Mgd PredSEon Gdf Course Wwtp, has Waled a requirement of 
the Arizona Revised Statutes (A.R.S.), a We within the Arizona Administrative Code (AAC.), or an 
appkabk perm*t/fiirlse, administrative order or civil judgment. ADEQ discovered the violations ailegd 
below during an inspection completed on Odober 27,2004. 

1. LEGAL AUTHORITY and NATURE OF ALLEGED VIOLATION(S) 

1. Permit 24069 (P103081) - 4.0 
The single sample maximum of fecal Coliform for effluent monitoring is 800 
Gf.udl Ooml. 
During the 3rd quarter of 2004 the fadIity acceded the single sample maximum of fecal - 
Coliform effluent monitoring on 29 cuxasbs. Twenty eight of these exceedances were 
> 1,600 c.f.uJ1 OOml 

2. Permit 24069 (P103081) - 4.0 
The Fecal Coliform limit for the four out of sev0n-sa1npies fw weekly monitoring is 
200 cLf.u. 
During the weeks commencing on July 1,2004, July& 2004 and Juiy29,2004 the facility 
exceeded the Discharge Lima for efftuent monitoring of 200 c.f.u. on at least four or more 
Occasions. 

. .  

II. DOCUMENTING COMPLIANCE 

1. Within 60 calendar days of receipt of this Notice, please submit documentation that the 
violation(s) never occurred, or the results of the investigative inquiry regarding the cause of 
the fecal cdiorm exceedances and most recent results effluent sampling. 

Northern Regional office 
151 5 East Cedar Avenue Suite F Flagstaff, AZ 86004 

Southern Regional Office 
400 West Congress Street Suite 433 Tuaon, AZ 85701 

(928) 779-031 3 (520) 628-6733 
Printed on recycled paper 
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Notice of Violation 
Mgd Precision Golf Course Wwtp 
January 3,2005 
Page 2 

~ 

111. SUBMITTING COMPLIANCE DOCUMENTATION 

Please send all c o m p r i  documentation and any ofher written correspondence regardii this Notice 
to ADEQ at the following address: 

Arizona Department of EmrCronmental Quality, Attention: William J. (Bdl) Hare, Water ChmIky Field 
. Senrice Conipliance Unit, 11u) W Washington St, Phoenix,.AZ 85007 MC: 541551 

IV. STATEMENT OF CONSEQUENCES 

1. The time frames within tMs Notice foradriivhg and documenting compliance are firm 
limits. Failure to acMeve or document compliance within the time frames &abbhed in this 
Notice will resuit b.1 an-adminisbatlve compliance order or civil action requiring clmrpaance 
within a rasombb time frame, substantial civil penalties, and/or the suspension or 
revocation of an erppacaWe perm-. ADEQ will agree to extend thetimeframesdy 
in a compliance Schept.de negotiated m the context of an administrative consent order or 
civil consent judgment. 

2. Achieving c o m p l i i  does not predude ADEQ from seeking civif penalties, and/or 
suspending or revddng an applicaMe permitnicense for the vioMion(s) alleged in this Notice 
as allowed by law. 

V. OFFER TO MEET 

ADEQ is w i k i  to meet regarding this Notice. To obtaim additional infmatlon aboutthis Notice 
or to schedule a meeting to discuss this Notice, please contad William J. (Bill) Hare at (602) 
7714838. 

Water Quality Fild Service Compliance Unit Water Quality Field Service Compliance Unit 

Printed on -led paper 

http://Schept.de
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I JOHNSON u c m  C0MPAN.L.L-c 
I L 
I PH: (480) 998-3300; FAX: (480) 483-7908 

I 

I 

I May 6,2005 
- 

William J. Hare 
Water Quality Field service Compliance Unit, MC 5415ES-1 

11 10 W. Washington Street 
Phoenix, AZ 85007 

RE: P e c a n W ~ R e c ~ m P I a n t  
Notice of Violation, Case ID #: 34567 

ArizonaDeparbmentofEnviromentalQuaiity 

Dear Mr. Hare: 

hning'h"4"gWtX, the €%pe&&On Ofconecbn * gtheabovepsoMesnswasnotmet.As 
shown inthe 4 quarter SMRF, the turbidity meter was stillnotiastalledandthepfarrt 
conrtinuedtoexperiencefecslcolifor~.Ho~,therewerenoex<seedancesof 
fecalcoiifonninthemonthofDece2nber2oo4.BecausetheprobkJmswerenot~on 
J a n w  14,2005, JUC replaced Mr. hler.  The new plat operator iS Thomas J. Modton, 
Arizona certified Class 4 Operator ID # 1211 1. All of these operatioaal changes were 
explained in correspondence to ADEQ in a letter dated January 21,2005. Never the less, the 
following additional tasks were taken to ensure compliance: 



3 William J. Hare 
May 6,2005 
Page 2 of 2 

1. A 24 hour continuous recording turbidity meter was installed, operated, and tested 
during the week of 1/17/05. Page 1 of the 2005 l@ quarter SMRF (attached) shows daily 
reporting of turbidity and demonstmtes compliance with the discharge limit. Enteric Virus 
testing was started in January 2005 8s aresdt of the turbidity meter not being Operationat, To 
date, JUC has received two test results which were negative. It takes approximately 90 days 
to complete this test. 

It is my understanding that this d o u m x ~ ~  'on will z e d t  in the closure of the Notice of 
vioiation, case 
480 998-3300. 

#: 34567. Ifyoahaveqquestions or co-ents, please ecmtactme a 

Vice President 
Johnson Utilities CQ 

Enclosures: 
9 

2005 l* quarter SMRP, pages 1,2, and 5 
EatericVirusTestResults 



L E G E N D  
Technical Services, lnc 
w w w . l e g e n d - g r o u p . c o m  

I7631 N. 25th Avenue Phoenix, AZ 85023 
P (602) 324-6100 F (602) 324-6101 

4585 S. Palo Verde Rd., Ste. 423 Tucson, AZ 85706 

ADHS#0004 
P (520) 327-1234 F (520) 327-0518 

I 1 
Johnson Utilities Co., LLC 
968 E. Hunt Hwy Project Number: Pecan Creek WWTP Reported: 
Queen Creek AZ, 85242 03/28/05 14: 1 1 

Project: Enteric virus Analysis 

Project Manager: Tom Multan 

r 1 

Microbiology . 

Case Narrative: 

’ EntericVises 4.1 1 . 1 ~ P N M L  1 6503624 01LYB5 01127l05 SM 9510 

Holding Times: 
WQC Criteria. 
Comments: 

All holding times were met unless otherwise qualified. 
All analyses met method requirements unless othennrise qualified. 
There were no problems encountered during the processing of the samples, unless otherwise noted. 

Notes and Definitions 

The results in this report apply to the samples analyzed in accordance with the 
chain of custody document. This analytical report must be reproduced in its 
entirety. 

Page 1 of 1 

http://www.legend-group.com
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SELF MONlTORlNG REPORT FORM 
ARIZONA DEPARTMENT OF ENVIRONMENTAL QUALITY 

Facility Name: PECAN WATER RECLAMATION PUNT Latitude: 33 13 43.43 Faalii I D  18583 

Address: 38539 N. Gantzd Road Section: 29 LablD: AZO004 
contad: GawLarsen Longitude: 1 I 1  33 40.83 AOEQ Pennit Number: =io 

Township: 3 Lab Name:. Leaend 
Range: 8 Date Prepared: 

Quarter: b c b Reporlingperiod: IstQ tr2005 QUEEN CREEK. AZ. 85242 

Monitoring Point ID: 21992 M0nit~Name:pECANwR P - FACILITY INSPECTION 

SamplingtReporting Frequtmdes: Dah MoniiWQUARTERL Y 

STORETOO070 PennitLimit: AL: Rsvr) Dt. 5 AQL: NIA MIN: MAX: . 

TURBIDITY . MeihrnkMETER "*NTu 

Unit calibration value 

Page 1 Of 17 
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I . ,  
SELF MONITORING REPORT FORM 

AREONA DEPARTllllENt OF ENVIRONMENTAL QUALITY 

Page 2 Of 17 



SELF MONITORING REPORT FORM 
ARIZONA DEPARTMENT OF ENVIRONMENT' QUAUM 

FacirnyName: ATER NT l s t h H k  p g  Feaxty 10: 18583 
contact Longitude:-= ADEQ Pennit Number: 29510 - 
Acklress: N,oantrelRasd section: 29 Lab ID: 

Tcrwnship: 3 LabName.. Leaend 
Range: 8 Date Prepared: O % O - f - O . .  

BUEENCREEK. A7 85242 Quarter: b c b Reporting Period: Cb 2oa5 

MonitaringPointIo: 2- Monitim Nsme: PECAN WRP - EFnoENT PUMP STATK)N 

Page 5 Of 17 



I 
I To: B a k e  Date: May6,2005 

ADEQ Job No.: 
11 10 W. Washington Drawinj$3pec Reference: 
Phoenix, AZ 85007 

lk Pecan WRP NOV Case #t 54567 

we! Trrursmit: UHereRrith nUndmSeparateCover ~ V i i  

I 

Copies To: S i &  

&o&H. Brown 

Received By: Date 



ARIZONA DEPARTMENT 

ENVIRONMENTAL QUALITY 
OF 

11 10 West Washington Street Phoenix, Arizona 85007 
(602) 771-2300 W.~deq .gov  

Governor 
1 
I Ref: #FSO5-595 

May 16,2005 

Brian Tompsett, Vice Resident 
Johnson Utilities Company 
5230 E. Shea Blvd., Suite 200 

- .  
. Scottsdale,AZ85254 

. -  

Subject: C l o m  ohhe April.28;u)o5 N@ce of Violation 

R 232005 

CaseNo. 34567 

1 

Dear Mts. Tompsett 

l ? E A r i z o n a ~ a O €  l3wimimd Quality (ADEQhas closed the Notice of Violation 
(NOW issued to Jolmsm Utilities CoIzlpanY onApril 28,2005. ADEQ has closed the NOV 
baseduponitsdetenmnatt ‘OntlmtJafmsanUtilitiesCcmpanybaSmetthe~ 
con3pliarteprvvisionsoftheNOV. 

ADEQ will not proceed with fmther d m  at this the. Homer, ifaddiEioaal infonzlaon 
regarding the alleged violations is discovered, oriffkthmvioMons OCCUT, ADEQ may . 
d d e r  its position and take addi t id  action aszgqx-0- and as domxlby law. 

‘ g  

A 

Northern Rq-onal Office 
151 5 East Cedar Avenue Suite F FlagtafT, AZ 86004 

Southem Regional Office 
400 West Congress Street Suite 433 Tu&, AZ 85701 

(928) 779-0313 (520) 628-6733 

I printed on recyded paper 
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JO*N!ON u n m  C0MPAfvYL.L.C 
5230 East Shea Boulevard * ScofWale, Aniona 852% 

PH: (480) 998-3300; FAX: (480) 483-7908 

January 19,2005 

RE: Notice OfViolatiOn, Case ID #: 33138 

If you bve an~qu&ons'or comments, please contact mea 480 998-3300. 

Johnson Utilities c6mpany 



. i- , . r\ 

~ SELF MONITORING REPORT FOKM 
ARIZONA D[ ,RTMENT OF ENVIRONMENTAL JALlTY 

aci~ity Name: MGD-PRECISION GOLF COURSE WWTP 
;ontact: 6 JOHNSON. GEORGE 
.ddresS: 

Latitude: 
Longitude: 
Section: 
Township: 

Ranse: 

33 11 44.9999 
111 33 29.9999 
18 

3 
8 

Facility ID: 142 
ADEQ Permit Number: 24069 
Lab10 *qa3 

jamplinglReporfing Frequencies: Daily MonitoringlQUARfERLY 
3TORET: 74055 PermitLimit AL: RSVO DL: 800 AQL: NIA MIN MAX: 

FtiCA urn: cFu- . .  Method: . L COLIFOKM (CEO) 

I CERTIFY UNDER PENALPI OF LAW THAT I HAVE PERSONALLY W I N =  AND Ah4 FAMILIAR WITH WE INFORMAflON SUBMITTED HEREIN 
AND BASED ON MY INQUIRY OF THOSE WDIVIDUALS IMMEDIATELY RESPONSIBLE FOR OBTAINING THE INFORMATION I BEUm W E  
S U B M m D  INFORMATION IS TRUE ACCURATE AN0 COMPLEFE. I AM AWfU3E THAT THERE ARE SIGNIF l W ”  PENALTIES FOR SUBMIlTlNG 

-a\ DATE 1-1s 4 FALSE INFORMATION INCLUDING THE POSSIBILIN OF FINES AND I 
SIGNATURE OF PRINCIRE EXECUTNE OFFICER O R . A m O R l m  AG 

. Page 3 .  of 27 



" ' , . ,  f .  

me: MGD PRECISION GOLF COURSE WWTP Latitude: 33 11 44.9999 Facility 10: 142 

. JOHNSON. GEORGE Longitude: 117 33 29.9999 AOEQ Permit Number: 24068 
Section: 18 bb1D: Ax-- 
Township: 
Range: 

3 
8 

Quarter. a .  

looitonng Point ID: 12392 Monitoring Name: JOHNSON'RANCH - WWTP - EFFLUENf PUMP STATION . 

i Sam plingReporting Frequencies: Weekly Monitofin&JARTERLY 

Chemical: .FECAL COLIFORM 4 OF7 $AMPLES 

I 
Page 13 Of 27 
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MAR 1 8 2  
ARIZONA DEPARTMENT i 

I OF 
ENVIRONMENTAL QUALITY 

Stephen k Owens 11 10 West Washington Street Phoenix, Arizona 85007 
. Janet Napditano (602) 771 -2300 wwW.atdeq.goV Direbor' 

i Governor 

I 
March 15,2005 
Ref: #FSO5-512 

. '  &seID#33138 

Mr. Brian TompseU, Vice President 
JohnsonUtilitia Company 

scottsdale, Arizona 85254 

. 

. 523.0East SheaBlvd. . 

. Subject 'Closure of the January 3,2005 Notice of V i o M a  
. : I  

Dear Sir, . .  
i ?  

;: 

&NOV. 

I .. . 

Northern Regional office 
151 5 East Cedar Avenue Suite F Flagstaff, AZ 86004 

Southern Regional office 
400 W&t C d n p  Street Suite 433 Tumn, AZ 85701 

(928) 779-031 3 (520) 628-6733 

http://wwW.atdeq.goV
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To: Data Unit, Mail Code 5415B-1 
Water 0ua.h -tV Complimee Section Job No.: 
ADEO lMwing/Spec Reference: 
Phoenur, * A285007 

Date: Aprrl 8,2005 

RE: PecanwRP.AppP-1~~l"Qnarte r2005STMRFs 

We Transmit: nHemwith nUnder Separate Cover nViS 

MaterialFormat Requested Action 

m a e r  
Memo 
Prints 

0 Sketch 
0 Reports 

Mylars 

Remarks: 

Copies To: Shea: 
Greaow H. Brown 

/ /  1 Received&: Date: 



To: Data Unit., Mail Code 5415B-1 Date: April8.2005 
WaterOUdl -ty cornp2iance section Job No.: 
ADEQ DrawingBpec Reference: 
Phoenix, AZ 85007 

RE: &x th  11 WWTP. APP P-103081, l a w  2 0 0 5 S M R F S  

We Tmnsmik OHerewith oUnder Separate Cover ovii 
Material Format Requested Actitm 

Copies To: signed: 
Gregory H. Brown 

/ /  

Received Brv; Date: 
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. .  . .. . .  

Remarks: 

Copies To: 


